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Operating instructions - Bedienungsanleitung
Istruzioni per 'uso - Gebruiksaanwijzing
Instrucciones de servicio - Manual de instrucdes
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AUXILIARY POWER
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(1) i 200 to 277 V AC 50060 Hz = 15 %
(@) Fus:05AqgG/705 Aclasse CC

For performance r2asons we recommend not to connect Earth
on Diris A1C earth ard on 15 secondary but only on one of them
For [T systems, 1t Is recommended not to connect the

CT secondary 1o earh.
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Two phase (Z2BL)
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Network unbalanced low tension
3/4 wires with 3 TC (4NBL)
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3 wires with 2 TC (3N3L)
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COMMUNICATION

Support : RS485

Type : 2 wires half duplex
Protocol : JBUS/MODBUS RTU
Speed : 2400 bds ... 38400 bds
Parity : no, odd, even
Stopbytes : 1or2

The information about the communication and
the communication tables are available on Socomec
website : www.socomec.com

Communication by network RS485
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Pulse Possible values / parameters

caracteristic

Configurable values

Active energy

0.1,1, 10,100, 1000 ou 10000

100, 200, 300, 400, 500, 600,
700, 800 ou 900 ms

Reactive emergy 0.1, 1, 10, 100, 1000 ou 10000

100, 200, 300, 400, 500, 600,
¥00. 800 gu 900 ms

Alarms I.In U, V, P.Q, S, CPF, LPF,
THD U, THDV, THD I, Hour, f

Ht, Lt, hysteresis, time, relay

Command Configurable output over

R5485

CONFORMITY IEC 61557-12 Edition 2 (07/2008)

PMD SPECIFICATIONS

Type of spécification

Examples of
possible
specification values

Other additional
specifications

Supply quality evaluation function (optional) f !
PMD classification SD !
Setpoint K55 /
Humidity + Altitude / /
Operating performance class for active power

or active energy (if function available) 05 /




FUNCTION SPECIFICATIONS

SPECIFICATION FOR "SUPPLY QUALITY EVALUATIO FUNCTIONS"

Operating
Byrbole Measurement performanc.e Other additional
for class, according . .
functions range to CEI 6155712 | SPecifications
according to Kl
f 45 a 65 Hz 0.1
| 10% a 120% In 0.2
In. Inc Unavailable function on A10
U 86 E['qu,iivac 0,2 50 a 300Vac Phin
Pst. Plt Unavailable function on A10
Udip Unavailable function on A10
Uswl Unavailable function on A10
Uint Unavailable function on A10
Unba Unavailable function on A10
Unb Unavailable function on A10
Uh Unavailable function on A10
Ih Unavailable function on A10
Msv Unavailable function on A10

Operating
Symbale Measurement pe'fmmanc.e Other ad ditio nal
for class, accerding : :
functions e to CEl 61557-12 | SPecifications
according to Kl
B 10% a 120% In 0.5
Qa, Qv 10% a 120% In 2
Sa, Sw 10% & 120% In 1
(4 992990999
Ea KW/h 0.5
0 a 99999959
Era, Erv KVar/h 2
Eapa. Fapv Unavailable function on A10
f 45 3 65 Hz 0.1
| 10% & 120% In 0.2
In, Inc Unavailable function on A10
U 86 a 520Vac 0,2 50 4 300Vac Phin
ph/ph
PFa PFv_| 0.5ind & 0.8cap 0.5
Pst, Plt Unavailable function on A10
Udip Unavailable function on A10
Uswl Unavailable function on A10
Utr Unavailable function on A10
Uint Unavailable function on A10
Unba Unavailable function on A10
Unb Unavailable function on A10
Uh Unavailable function on A10
Fn = 50Hz - rang
14560
THDu Fn =60Hz - rang 1
1as50
THO-Ru Unavailable function on A10
[i] Unavailable function on A10
Fn = 50Hz - rang
, 1a50
THDI Fn =60Hz - rang L
1a50
THD Ri Unavailable function on A10

My
_

Unavailable function on A10

Web: Wi .S0Comec.con
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Konfiguration
D Zur Konfigurationsebene
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D Netzfrequenz
Beispiel : NET = 3NBL
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D Phasenstromwandlers
Beispiel : Ct =1200/5
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D  Integrationszeit des Wirkleistung

Beispiel : tIME = 20 min
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D Rickstellungen
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Typs d&sﬁ.usgan;gs
Beispiel - OUt | tyPE = Er
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Dauer des Impulsausgangs
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Kommunikatio nsges-
chwindigkeit
Beispiel : bd5 =48
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D LCD Anzeige von hinten
beleuchtet
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LCD Anzeige von hinten
beleuchtet
Beispiel : BACLIt=U
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Stundenzahler
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Seriennummer
Beispiel : 0000925003
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D Softwareversion
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D Konfigurationsebene verlassen

=
V[ ]~
PP

B[ o=
@ C[ ==

Prog 3sec.

D

Beim Test muss DIRIS an jeder der Phasen Strom und Spannung
haben. Des Weiteren geht diese Funktion davon aus, dass der

Leistungsfakior der Installation zwischen 0,6 < LF < 1 liegt.

Wenn der LF der Installation nicht innerhalb dieses Bereichs liegl,

kann diese Funktion nicht verwendet werden.
BeidBL/3BL/2BL/1BL
wird nur der Anschluss der Tl kontrolliert.

Bei 4NBL und 3 NBL wird der gesamte Anschluss kontrolliert.

Err 0 = kein Fehler

Err 1 = umwandlung des Stromwandlers auf Phase 1
Err 2 = umwandlung des Stromwandlers auf Phase 2
Err 3 = umwandlung des Stromwandlers auf Phase 3
Err 4 = umwandlung der Spannung zwischen V1 und V2
Err 5 = umwandlung der Spannung zwischen V2 und V3
Err 6 = umwandlung der Spannung zwischen V3 und V1

Fiir die Err 1, Err 2 und Err 3 kann die Anderung (ber
das DIRIS oder manuell durch Korrektur

der Stromanschlisse erfolgen.

Fiir die Err 4, Err 5 und Err 6 muss die .ﬁnd&rurpg manuel|

durch Korrekiur des Anschlusses der Spannungen erfolgen.
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[D Eeispiel (EStEM1
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D = Zweiter Testbetrieb
Hinweis : Bei diesem Betrieb werden die Anderungen
aus dem ersten Test nicht berlcksichtigt.
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